
TREE

Manhole covers

Orientation of the substation
changed due to requiring
bollards at the front of the
substation and this would've
blocked the roadway, the 11kv
cables are now entering through
the back so they dont exceed
their bending radius.

Cables diverted into
the grass verge at
this angle due to a
tree in this area and
man hole covers in
the narrow footway
which is preventing
us from travelling
down the original
route.


